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§ 162.028–8 Termination of listing or 
labeling. 

(a) Listing or labeling as a marine 
type portable fire extinguisher accept-
able to the Commandant as approved 
for use on inspected vessels and motor-
boats, may be terminated, withdrawn, 
cancelled, or suspended by written no-
tice to the recognized laboratory from 
the Commandant, or by written notice 
to the manufacturer from the recog-
nized laboratory or from the Com-
mandant, under the following condi-
tions: 

(1) When the manufacturer does not 
desire to retain the service. 

(2) When the listed product is no 
longer being manufactured. 

(3) When the manufacturer’s own pro-
gram does not provide suitable assur-
ance of the quality of the listed or la-
beled product being manufactured. 

(4) When the product manufactured 
no longer conforms to the current ap-
plicable requirements. 

(5) When service experience or lab-
oratory or U.S. Coast Guard reports in-
dicate a product is unsatisfactory. 

(b) [Reserved] 

[CGFR 60–36, 25 FR 10640, Nov. 5, 1960, as 
amended by CGD 72–214R, 38 FR 6880, Mar. 14, 
1973] 

Subpart 162.039—Extinguishers, 
Fire, Semiportable, Marine Type 

SOURCE: CGFR 65–9, 30 FR 11487, Sept. 8, 
1965, unless otherwise noted. 

§ 162.039–1 Applicable specifications. 
(a) There are no other Coast Guard 

specifications applicable to this sub-
part. 

(b) [Reserved] 

§ 162.039–2 Classification. 
(a) Every semiportable fire extin-

guisher shall be classified as to type 
and size as specified in § 76.50–5 (Sub-
chapter H—Passenger Vessels) of this 
chapter. 

(b) [Reserved] 

§ 162.039–3 Requirements. 
(a) General. Every semiportable fire 

extinguisher shall conform to the re-
quirements for listing and labeling by a 
recognized laboratory and shall be of 

such design, materials, and construc-
tion as to meet the requirements speci-
fied in this section. 

(b) Design. Every semiportable extin-
guisher shall be fitted with hose of suf-
ficient length to a nozzle or nozzles to 
provide for suitable application of the 
extinguishing agent to any part of the 
space protected (a length of pipe may 
connect the outlet of the supply to the 
hose connection); shall weigh more 
than 55 pounds when fully charged; 
shall be self-contained, i.e., when 
charged, it shall not require any addi-
tional source of extinguishing agent or 
expellent energy for its operation; and 
shall provide simple means for imme-
diate operation by a single operator. 
The design, materials and construction 
shall provide reliability of operation 
and performance after non-use for long 
periods under conditions encountered 
in marine service. 

(c) Materials. Materials used for ex-
posed working parts, except those used 
for inversion mechanism or similar 
purposes, shall be corrosion-resistant 
to salt water and spray. Materials used 
for other exposed parts shall be either 
corrsion-resistant or shall be protected 
by a suitable corrosion-resistant coat-
ing. 

(1) Corrosion-resistant materials. The 
materials which are considered to be 
corrosion-resistant are copper, brass, 
bronze, certain copper-nickel alloys, 
certain alloys of aluminum, certain 
plastics, and certain stainless steels. 

(2) Corrosion-resistant coatings. (i) The 
following systems of organic or metal-
lic coatings for exposed nonworking 
ferrous parts except for ICC cylinders, 
when applied on properly prepared sur-
faces after all cutting, forming, and 
bending operations are completed, are 
considered to provide suitable corro-
sion resistance: 

(a) Bonderizing, followed by the ap-
plication of zinc chromate primer, fol-
lowed by one or more applications of 
enamel; or, 

(b) Inorganic zinc coatings; or, 
(c) Hot-dipped or electrodeposited 

zinc in thicknesses not less than 0.002 
inch; or, 

(d) Electrodeposited Cadmium in 
thicknesses not less than 0.001 inch; or, 
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(e) Hot-dipped or sprayed aluminum 
in thicknesses not less than 0.002 inch; 
or, 

(f) Copper plus nickel in total 
thicknesses not less than 0.003 inch, or 
which the nickel is not less than 0.002 
inch, plus any thickness of chrome. 

(ii) The metallic platings of less than 
the thicknesses specified in this para-
graph are not acceptable for the pro-
tection against corrosion of ferrous 
parts. 

(3) Decorative platings. Decorative 
platings in any thicknesses applied 
over corrosion-resistant materials and 
corrosion-resistant coatings are ac-
ceptable for either working or non-
working parts. 

(4) Dissimilar metals. The use of dis-
similar metals in combination shall be 
avoided wherever possible, but when 
such contacts are necessary, provisions 
(such as bushings, gaskets, or o-rings) 
shall be employed to prevent such dele-
terious effects as galvanic corrosion, 
freezing or buckling of parts, and loos-
ening or tightening of joints due to dif-
ferences in thermal expansion. 

(5) Suitability of materials. In event of 
question as to the suitability of the 
materials (including coatings) used, 
the salt spray test described in para-
graph (c)(6) of this section shall be con-
ducted. 

(6) Salt spray test. Expose either com-
ponent parts, subassemblies, or the 
complete fully charged specimen extin-
guisher to a 20 percent sodium-chloride 
solution spray at a temperature of 95 
°F. (35 °C.) for a period of 240 hours. The 
procedures and apparatus described in 
Method 811 of Federal Test Method 
Standard No. 151 are suitable. Alter-
nate methods may be found satisfac-
tory if the results are comparable. Fol-
lowing the test, allow the specimen ex-
tinguisher to air dry for a period of 48 
hours. Following the air drying, the 
specimen extinguisher shall be capable 
of being operated satisfactorily with-
out undue effort or special procedures 
on the part of the operator, and it shall 
be capable of being recharged satisfac-
torily in accordance with the direc-
tions on the nameplate without the use 
of extraordinary tools or procedures. 

(d) Gauges. Every pressure gauge used 
on a semiportable fire extinguisher 
shall have an accuracy of at least 2 per-

cent of the scale range for the middle 
half of the scale conforming to ASME 
Grade B commercial accuracy. The 
gauge when new shall be watertight, 
i.e., with the connection capped or 
plugged, no water shall penetrate to 
the interior of the case during submer-
gence 1 foot below the surface of water 
for a period of 2 hours. The gauge shall 
be constructed of corrosion-resistant 
materials, so that the pointer or face 
lettering will not be obliterated by the 
action of salt water if some leakage 
should occur after rough handling or 
extended periods of service. The gage, 
when attached to the extinguisher, 
shall pass the salt spray and vibration 
tests prescribed by paragraphs (c)(6) 
and (e) of this section. 

(e) Vibration resistance. Either compo-
nent parts, subassemblies, or the com-
plete, fully charged specimen extin-
guisher, shall be tested in accordance 
with sections 3.1 through 3.1.4.4 of Mili-
tary Standard MIL-STD-167. Following 
this test, there shall be no obvious fail-
ures of parts or assemblies, and they 
shall be capable of being operated sat-
isfactorily without undue effort or spe-
cial procedures on the part of the oper-
ator, and the extinguisher shall be ca-
pable of being recharged satisfactorily 
in accordance with the directions on 
the name plate without the use of ex-
traordinary tools or procedures. 

(f) Carbon dioxide type. Every carbon 
dioxide type extinguisher shall be 
fitted with a valve which will with-
stand a minimum bursting pressure of 
6,000 p.s.i., and a discharge hose or tube 
which will withstand a minimum 
bursting pressure of 5,000 p.s.i. The 
hose shall be constructed with either a 
wire braid or other conducting mate-
rial for conducting static charges oc-
curring at the discharge nozzle back to 
the body of the extinguisher. 

(g) Chemical-foam type. Every chem-
ical foam type semiportable fire extin-
guisher shall have a nozzle which will 
provide operating characteristics such 
that when it is held about 3 feet above 
the ground at an elevation of approxi-
mately 30°, and with the extinguisher 
and contents both at approximately 70 
°F. and 120 °F., the range of the stream 
shall not exceed 40 feet, and the major 
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portion of the discharge shall fall be-
tween 20 and 40 feet, measured hori-
zontally, from the nozzle. The duration 
of the effective discharge shall be be-
tween 2.5 and 4.0 minutes, effective dis-
charge being considered as occurring 
while the major portion of the dis-
charge falls beyond 10 feet, measured 
horizontally, from the nozzle. 

(h) [Reserved] 
(i) Toxic extinguishing agents. Every 

semiportable fire extinguisher shall 
contain only agents which qualify for 
the Underwriters’ Laboratories, Inc., 
toxicity rating of Group 5 or Group 6, 
and which in normal fire extinguishing 
use do not generate decomposition 
products in concentrations hazardous 
to life. Acceptance of extinguishing 
agents under these requirements will 
be determined by the Coast Guard. 

(j) Fire tests. Fire tests may be em-
ployed in determining the suitability 
for ‘‘marine type’’ listing and labeling. 

(k) Additional tests. Every 
semiportable extinguisher may be addi-
tionally examined and tested to estab-
lish its reliability and effectiveness in 
accordance with the intent of this spec-
ification for a ‘‘marine type’’ 
semiportable fire extinguisher when 
considered necessary by the Coast 
Guard or by the recognized laboratory. 

(l) Additional marking. (1) As part of 
the usual nameplate marking, there 
shall be included the rated capacity of 
the extinguisher in gallons, quarts, or 
pounds, and complete instructions for 
recharging, including the identifica-
tion of the recharge materials and of 
the pressure containing cylinder or 
separate container if one is used. 

(2) Pasted-on type paper or decalco-
mania labels are not acceptable for any 
of the required extinguisher marking. 

(3) Recharge packages shall be leg-
ibly marked with the name of the re-
charge and the capacity of contents in 
gallons, quarts, or pounds in addition 
to the usual recharge package mark-
ing. Recharge pressure containing cyl-
inders shall, in addition to the usual 
marking, also be plainly marked to 
show the distinctive identifying des-
ignation of the cylinder. 

(m) Securing means. Every semi-port-
able fire extinguisher shall be supplied 
with a suitable means for holding the 
extinguisher securely in its stowage lo-

cation on vessels or boats. The mate-
rials shall be sufficiently corrosion-re-
sistant or protected against corrosion 
to withstand the test prescribed by 
paragraph (c)(6) of this section without 
showing more than traces of slight cor-
rosion, which may be easily wiped off 
after rinsing with tapwater. 

[CGFR 65–9, 30 FR 11487, Sept. 8, 1965, as 
amended by CGFR 65–64, 31 FR 563, Jan. 18, 
1966; CGD 73–73R, 38 FR 27354, Oct. 3, 1973; 
CGD 77–039, 44 FR 34133, June 14, 1979] 

§ 162.039–4 Marine type label. 
(a) In addition to all other marking, 

every semiportable extinguisher shall 
bear a label containing the ‘‘marine 
type’’ listing manifest issued by a rec-
ognized laboratory. This label will in-
clude the classification of the extin-
guisher in accordance with the Coast 
Guard classification system, and the 
Coast Guard approval number, thus: 
‘‘Marine Type USCG Type ll, Size 
ll, Approval No. 162.039/Exl.’’ All 
such labels are to be obtained from the 
recognized laboratory and will remain 
under its control until attached to 
product found acceptable under its list-
ing and labeling program. 

(b) [Reserved] 

§ 162.039–5 Recognized laboratory. 
(a) A recognized laboratory is one 

which is regularly engaged in the ex-
amination, testing, and evaluation of 
semi-portable fire extinguishers; which 
has an established factory inspection, 
listing, and labeling program; and 
which has special standards for listing 
and labeling as a ‘‘marine type’’ 
semiportable fire extinguisher accept-
able to the Commandant as approved 
for use on merchant vessels and motor-
boats. The following laboratories are 
recognized, and the semiportable fire 
extinguishers bearing their ‘‘marine 
type’’ labels are approved for use on 
merchant vessels and motorboats: 

(1) Underwriters’ Laboratories, Inc., 
mailing address: Post Office Box 247, 
Northbrook, Ill., 60062. 

(2) [Reserved] 
(b) [Reserved] 

§ 162.039–6 Examinations, tests, and in-
spections. 

(a) Full examinations, tests, and in-
spections to determine the suitability 
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